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SCOPE OF WORK:

ARCHER CONSTRUCTION WILL MODIFY THE EXISTING FIRE SPRINKLER SYSTEM TO
i : - - i : ' - - i - : i i - u : ACCOMODATE THE REMOVAL OF ALL EXISTING CEILINGS AND WALLS IN THE NON-CORE AREA.
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ANY OTHER BRANCH PIPING WHICH DOES NOT FEED NEW SHELL UPRIGHTS OR CORE

. ll"I : , SPRINKLERS.
:I CLARIFICATIONS:

1. ALLAREAS PROTECTED BY AWET SYSTEM MUST BE MAINTAINED AT A MINIMUM OF 40°F (BY
OTHERS) IN ORDER TO PREVENT THE PIPE FROM FREEZING.
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2. ELECTRICAL OF ANY TYPE.
3. UNDERGROUND PIPING OF ANY TYPE
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© i} | I Ll L] I | 1 | I | i | | 6. RELOCATION OF PIPE FOR WORK OF OTHER TRADES.
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1) NEW PIPING TO BE SCH. 40 BLACK AND JOINED WITH
DUCTILE IRON THREADED FITTINGS AND COUPLINGS.
2) NEW HANGERS TO BE TYPE 'F' (U.N.O.)
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